FOC Memo #40, Supplement 1

Issued: September 01, 2006

Subject: Summary Notes

Reason for Issuing this Memo:  Updated Item-9: FOC Passive Demarc Point

9. The Passive demarc point is the faceplate connector - specifically the connector (can be more than one type) that Verizon would plug into to extend away from the equipment. The equipment can be a shelf level or rack level product. This interface connector must be tested to  GR-326 under the FOC ITL Program. The connector must be identified in the NEBS report and the associated GR-326 report also identified. If already tested and accepted by Verizon this should be indicated, or if not already accepted by Verizon, then a ITL FOC report must be provided. 

Active and Passive components that are embedded do not need to be tested under FOC ITL program, however, these components must be listed in the NEBS report. Further, these components must be tested to the applicable GR either by a FOC - ITL or internally by the supplier. Test reports of embedded Active or Passive Components must be made available to Verizon upon request. The components must also pass testing, verification of this pass is at Verizon's discretion. 
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